/ APPENDIX -XIII

PERFORMA FOR SAFE DRINKING WATER AND SANITARY CONDITION
CERTIFICATE

DATE-IH_]-QKJ.Z.?_/.?._

It is certified that an inspection team headed by Palak Kothari, Assistant Engineer, Public Health Engineering.
Rajnandgaon (Name of officers with designation) inspected the NEERAJ VIDYA MANDIR, A CO-
EDUCATIONAL SENIOR SECONDARY SCHOOL, MOHAD DONGARGAON (Name & Address of the
school) on 14-07-2023 (date of inspection) and found that the NEERAJ VIDYA MANDIR, MOHAD

DONGARGAON DISTT- RAINANDGAON (C.G.) (Name of school) has safe drihking«;faci]ities for the
students and members of staff of the institution (on the basis of report of water testing) aﬁd-qs—m%n%&mmg—t*he

P PSP S

Signature with Seal ..... Q‘-"EM/ .........................

Name :- Palak Kothari,

Designation : Assistant Engineer,

Name & Address of the Office/Department : Public Health

Engineering, Sub dn Rajnandgaon

To
AN
The Principal, ‘P‘J M’ EHa
NEERAJ VIDYA MANDIR, _ INL,IPAL
A CO- EDUCATIONAL SENIOR SECONDARY SCHOOL NEERAJ VIDYA mannir
MOHAD DONGARGAON MOHAD- BONGARGACK 1¢ 51

DISTT- RAINANDGAON (C.G.)
(Name & Address of the Institution)
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District Wiater 1
ngineering De
Behind B

Ara machine Line,
e-mail -t phelabraj(@

‘osting Lanboratory

partment, Division-Rajna
JPOfMiee, O1d Civil Line,

2 (Group- Drinking Water)

Rajnandgaon (C.G), Pin Code - 491441
gmail.com  Phone No, - 07744 - 224035

ndgaon (C.G1)

Principal,

Neeraj Vidys Mandir,
Mohad, Dongargaon (C.GH

Sender's lotter No,

DL Receipt No.

084 Sender's Letter Date :

0508 2023

: A7 DL Receipt Date ;

Date of Analysiy

10082023

L S PUNN N Qe

The results refer only to tested samples and parameters.
This Lab does not hold any responsibility for variation in result
Samples will be stored for a period of 10 days from date of issue of

|Remark:- 1, Results apply to the sample as received.

2. Sampling not done by Laboratory's Staff,

. Date of Analysis
" 10.08.2023 | 082023
started: Completed; -
Sample Detalty
SN <
= Block Sample LD, Villago Locntlon / Source
1
Dongargaon 237/1814 /Aug3 Mohad Neera) Vidya Mandir
AsPor IS - 10500-2012
Details of parameters (Second Revision) For Resulty
. Drinking Water
Sr. Charsctenistics Unit of Test method Acceptable [Permissible
No. Meassureme 1S 2025/ Limit Limit in the
ot APHA 23rd edition nbsence of 1
Method | Part No. alternate
source
I |Residual Chlorine mg/l | 1s:3025 26 0.2 1 -
2 |E. Coli U | pprua | samm | il Nil Nil
The report should not be produced partly or full without a

pproval of signatory authority of legal purpose,

report,

s for samples kept on hold for wants of clarification,

VY

(Purnima Mishra)

End of the report
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Format No. - DL/PHED/RIN/4.1

Public

District Water Testing Laboratory
Health Engineering Department, Division-Rajnandgaon (C.G.)
Behind B.J.P. Office, Old Civil Line,

Ara machine Line, Rajnandgaon (C.G.), Pin Code - 491441
e-mail - phelabraj@gmail.com Phone No. - 07744 - 224035

Test Report (Group- Drinking Water)

TC-6693
port No. - DI/PHED/RIN/ [272 ULR- TC6693230000000272F | Sampled by - SUB Divison's Sta{l/ Customer ¥
S s N §1 Sender's lotter No, 986  |Sender's Letter Date : 05.08.2023
Principal, -
Neeraj Vidya Mandir, DL Receipt No.: 237 DL Receipt Date : 10.08.2023
Mobad, Dongargaon ( C,G.) X 5
' ' :::;:f ARalyals 10082023 [Date of Analysis Completed: 11.08.2023
Sample Detalls
S.Ne. Black Sample LD, Village Lacation / Source
1 Dongargaon 237/1814 /Aug3 Mohad Necraj Vidya Mandir
' AsPerlS - 10500-2012
Details of parameters (Second Revision) For Results
Drinking Water
S Charecteristics Unitof Test method Acceptable [Permissible
o Measurem 1S 3025/ Limit  |Uimitinthe
" absence of 1
eat APHA 23rd edition altornate souree
Method | Part No.
1 [Turbidity N.T.U. | 1s:3025 10 1 5 2.1
2 |Celour Hazen | APHA | 2120-B 5 15 5
3 |Odour 15:3025 5 Agreeable | Apgreeable | Agreeable
—— aps. Non Non
4 iaste 153025 8 objectionsble | objectionable B
s |pH pHsae | 15305 | 11 | 6585 | g N | 7.8
Tortzl Alkalinity zs
< (‘_ ! mg/l | 15:3025 23 200 600 522.14
7 }Spe. Condoctivity pmbo/em | 18:3025 14 500 2000 985
Totz] Disso 13
g 7o ;fnv)v’ed Solids mg/l | 18302 16 500 2000 685
At 180°C + 2°
g jc}:'srsdc zs CT mg/l | APHA | 4s00.C1-B 250 1000 26.73
t3) HovAe
P ;TM HATOEsS RS mg/l [1sa02s | 21 200 600 | 315.05
C=£0,
11 il’:;: cium ( A Ca) mg/l | 153025 40 75 200 95.90
12 [Magresive (As Mg®) mg/l | APHA | 3%60.Mpn 30 100 18.41 o
era MO e ingd . No
2 :)ln:r:)“ T } m'y] 1 AREA |[$505NGIR 45 Relaxation Nil
X u
14 tron as Fe* mg/l 1 STHA, ) 2300%ey 1.0 Ral:::)llou Nil } s /a#m
N Rreyor
15 [Manganese (As Mn") my/l | APHA | 33000408 0.1 0.3 Nit o
SIS L SRR,
16 [Sulphates as SO, mg/l | 15 w02e 24 200 400 15,32
17 {Fluorides as F~ mg/l | APHA | ar0n.p.C 1.0 1.5 0.22
18 |Arsenic as As mg/l | 1saoes | 37 0.01 [ puhe. | N
1 The report should not be produced partly or full without approval of signatory nuthority of legal purpase,
2 Theresults refer only to tested samples and paramelers,
3 This Lab does not hold any responsibility for variation in results for samples kept on hold for wants of clarification. »S)D
4 Samples will be stored for a period of 10 days from date of issue of report, /

:= 1. Results apply to the sample as received.

Nwtsy
| i
AN -“\’D \NC\P’; ANOWR

(CC

Chemist
(Purnima Mishra)
Authorized Signatory

2. Sampling not done by Laboratory's Staff,
g, 'y 57, (oA 272 /Lab/Date 11-08-2023

END OF THE REPORT
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